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Customer called to report 
that the grinder pump alarm 

was going off. 

YES 

Tech arrived and found pit to be 
operating as normal. Advised 

homeowner of findings. 

Pit was manually discharged and 
found working as they should. Clean 

out was observed and found clear 
and dry. Advised the customer and 
plumber of findings. (Homeowner 

issue) 

Customer called stating 
sewer was coming up 
through the bathtub. 
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FIELD CONSTRUCTION PROJECTS 

97645 Overseas Hwy. Upper chamber of pit cut down 3 inches and ring set to allow 
for repaving/ asphalt for roadway. 8-inch form poured with 5/8” rebar to reinforce concrete 
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2 Buttonwood Dr add a new clean out service for a new build home. 
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25 Jean LaFitte move clean out and air terminal on to proper right of way 
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New 10” Gate Valve installed at Sexton Cove and Norwood Dr 
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511 Oldsmar Broken wye body repair 
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 1502 Shaw Dr broken Wye body repair 

1502 Shaw Dr. Broken clean out repair 
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